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ik 3/4 : P59 3/4" HOT WATER & COLD WATER PIPING DOWN IN CHASE TO e
: 0.5 GPM FIXTURES BELOW. ROUTE 3/4" HEADER PIPES HORIZONTALLY & J
: ' FULL SIZE ENTIRE LENGTH OF CHASE. &P\
| P65 DISHWASHER. PROVIDE 1/2" HOT WATER WITH BALL VALVE o
Ol FROM ADJACENT SINK. Federel Re1s§6v§ iahngtﬁlgtdm%
| P107  |PROVIDE BALL VALVE UNDER COUNTER PRIOR TO DISPOSER _ - TWUonoif olfée
| CONTROL CENTER. SEE KITCHEN EQUIPMENT DRAWINGS FOR Philadelphia, PA 19106-1590
| ADDITIONAL INFORMATION. Tel: 215-923-2020 Fax: 215-574-0952

I : P108 REFER TO DISHWASHER CONNECTION DETAIL ON SHEET P503 &
KITCHEN EQUIPMENT DRAWINGS FOR ADDITIONAL
| INFORMATION. AE INFO

|
I P116 PRE-RINSE FAUCET. SEE KITCHEN EQUIPMENT DRAWINGS FOR APPROVED
I ADDITIONAL INFORMATION.

& P123  |INSTALL ADDITIONAL INSULATION BETWEEN BEAM AND WATER
y STAIR 1 LINES TO PREVENT FREEZING. FOR COMMANDER NAVFAG
|

Hsot) P131  |PROVIDE TRAP PRIMER, TP-3. MOUNT ON WALL AT 5'-0 AFF. ACTIVITY
ROUTE COLD WATER PIPING TO FLOOR DRAINS IN FIRE-1B05.

P132 PROVIDE 3/4" 140 DEG HOT WATER & 3/4" COLD WATER PIPING
DOWN IN WALL TO SINK. SEE KITCHEN EQUIPMENT DRAWINGS
FOR ADDITIONAL INFORMATION. SATISFACTORY TO  DATE

P140 PROVIDE TWO (2) 3/4" COLD WATER PIPING DOWN IN WALL TO JAC JAC KDM
! COMBI OVEN. SEE KITCHEN EQUIPMENT DRAWINGS FOR

! ADDITIONAL INFORMATION. CRANGH VANAGER
I P142 PROVIDE 3/4" GAS PIPING TO BRAISING PAN. REFER TO

l MECH-1C27 & FOOD PREP-1F02 GAS PIPING SCHEMATIC ON CHIEF ENG/ ARCH
I COMMONS SHEET P714 & REFER TO KITCHEN EQUIPMENT DRAWINGS FOR FIRE PROTECTION
| ADDITIONAL INFORMATION.

P143 PROVIDE 3/4" GAS PIPING TO COMBI OVEN. REFER TO

OT/PT (GROSS) MECH-1C27 & FOOD PREP-1F02 GAS PIPING SCHEMATIC ON
SHEET P714 & REFER TO KITCHEN EQUIPMENT DRAWINGS FOR

I ADDITIONAL INFORMATION.

P146 PROVIDE 1/2" HOT & COLD WATER PIPING DOWN IN WALL TO
| HAND SINK. SEE KITCHEN EQUIPMENT DRAWINGS FOR
! ADDITIONAL INFORMATION.

I n
2 ;/ ! vaW P149 PROVIDE TRAP PRIMER, TP-2, ABOVE CEILING. ROUTE COLD
L - - - -2 1/2" — - - - - - - —D2 1/2"— — /) WATER PIPING TO NEARBY FLOOR DRAINS.
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PLAN

@ FIRST FLOOR AREA C - PLUMBING SUPPLY PLAN

e
o
o
TAGGED NOTES <
P44 2" COLD WATER PIPING DOWN IN CHASE TO FIXTURES BELOW.
ROUTE 2" HEADER PIPE HORIZONTALLY & FULL SIZE ENTIRE LENGTH
OF CHASE. E
P59 3/4"HOT WATER & COLD WATER PIPING DOWN IN CHASE TO FIXTURES °
BELOW. ROUTE 3/4" HEADER PIPES HORIZONTALLY & FULL SIZE
ENTIRE LENGTH OF CHASE.
P67 3/4" COLD WATER PIPING UP. SEE SECOND FLOOR AREA C -
PLUMBING SUPPLY PLAN FOR CONTINUATION.
P76 PROVIDE BALL VALVE IN VERTICAL PIPING, APPROXIMATELY 4'-0 AFF.
P84 PROVIDE HOSE BIB 18" AFF IN MECH. ROOM AND ISOLATION VALVE
FOR PIPING.
P112  |PROVIDE TRAP PRIMER, TP-3. MOUNT ON WALL ABOVE CEILING.
ROUTE COLD WATER PIPING TO NEARBY FLOOR DRAINS/OPEN
RECEPTACLES/ETC.
PRINCIPAL P113  |PROVIDE TRAP PRIMER, TP-2, IN PLUMBING CHASE. ROUTE COLD
WATER PIPING TO NEARBY FLOOR DRAINS.
P132  |PROVIDE 3/4" 140 DEG HOT WATER & 3/4" COLD WATER PIPING DOWN 8
IN WALL TO SINK. SEE KITCHEN EQUIPMENT DRAWINGS FOR g
ADDITIONAL INFORMATION. 2
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TAGGED NOTES &
P32 |EMERGENCY SHOWER/EYE WASH - PART OF CASEWORK EQUIPMENT. PROVIDE
PIPING CONNECTIONS. REFER TO ARCHITECTURAL DRAWINGS FOR EQUIPMENT.
P33  |2" UNDERGROUND COLD WATER PIPING TO GREENHOUSE. TERMINATE IN VALVE w
VESTIBULE BOX NEAR PROPOSED GREENHOUSE LOCATION. SEE CIVIL PLANS FOR =
CONTINUATION. MINIMUM BURY 40 INCHES.
o0 P65 |DISHWASHER. PROVIDE 1/2" HOT WATER WITH BALL VALVE FROM ADJACENT
(1) ENTRY CORRIDOR STAFF COLLABORATION HUB SINK.
P-6 \ 1E01.1 P69 |EMERGENCY SHOWER THERMOSTATIC MIXING VALVE MOUNTED ABOVE CEILING.
L g 3/4" P70  |1"COLD & HOT WATER PIPING DOWN IN WALL.
| P-6 P106 |PROVIDE GAS COCK WITHIN RECESSED STAINLESS STEEL CABINET. PROVIDE
| = UNIONS FOR ALL GAS VALVES. REFER TO HS CHEMISTRY-1D06 GAS PIPING
1/2" CW _..—-—-g STAFF COLLABORATION WORK SCHEMATIC ON P714 FOR MORE INFORMATION.
SHEM 3 P112 |PROVIDE TRAP PRIMER, TP-3. MOUNT ON WALL ABOVE CEILING. ROUTE COLD
- — - —1/2"CW- - - (1005 | | 2 WATER PIPING TO NEARBY FLOOR DRAINS/OPEN RECEPTACLES/ETC.
TP.3 ; 3 pg P120 |PIPING UNDER SLAB.
b.60 b > —— ;| P124 |PROVIDE 2" DOUBLE CHECK VALVE ASSEMBLY WITH BALL VALVES MOUNTED
—99¢ 690 O || SUPPLY SCHEMATIC #7 | T ABOVE CEILING. 5
Ly R N SEE SHEET P707 | [ HS PHYSICAL SCIENCE P127 |PROVIDE 120V SOLENOID VALVE TO REMOTE EMERGENCY POWER OFF BUTTON. £
Lgﬁ (R I2 _J_J v L SOLENOIND VALVE SHALL BE EXPOSED BELOW CEILING. x
3/4" GAS 1 34" HW > P134 |1/2" UNDERGROUND COLD WATER PIPING TO DRINKING FOUNTAIN. SEE @
; ' " | | | | LANDSCAPE PLANS FOR CONTINUATION. MINIMUM BURY 40 INCHES.
3/4" CW—, ! | -o—>o p-6 1/2'CW | z
\I 5 RN | P135 |PROVIDE 1/2" DOUBLE CHECK VALVE ASSEMBLY WITH BALL VALVES MOUNTED =
o---{lL——-o ) 6 L L _i - J I ABOVE CEILING.
p6c o -y CI8 pec & SCIPREP 1 P-6 P150 |REFER TO SCHEMATIC ON P714 FOR MORE INFORMATION.
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TAGGED NOTES

APPR

P44

2" COLD WATER PIPING DOWN IN CHASE TO FIXTURES BELOW. ROUTE 2"
HEADER PIPE HORIZONTALLY & FULL SIZE ENTIRE LENGTH OF CHASE.

P59

3/4" HOT WATER & COLD WATER PIPING DOWN IN CHASE TO FIXTURES
BELOW. ROUTE 3/4" HEADER PIPES HORIZONTALLY & FULL SIZE ENTIRE
LENGTH OF CHASE.

DATE

P60

1 1/2" COLD WATER PIPING DOWN IN CHASE TO LAVATORY & WATER
CLOSET BELOW.

P72

PROVIDE ONE 3/4" 140 DEG HOT WATER SUPPLY & TWO 3/4" COLD WATER
SUPPLIES DOWN IN WALL TO MOP SINK/CAN WASH. PROVIDE WATER
HAMMER ARRESTOR, CHECK VALVE & BALL VALVE ON EACH WATER PIPE.
SEE KITCHEN SUPPLY SCEMATIC ON SHEET P712 AND KITCHEN EQUIPMENT
DRAWINGS FOR ADDITIONAL INFORMATION.

P73

PROVIDE 1/2" HOT & COLD WATER PIPING DOWN IN WALL TO HOSE REEL.
SEE KITCHEN EQUIPMENT DRAWINGS FOR ADDITIONAL INFORMATION.

P104

GAS PIPING UP TO MAU-1 ON ROOF.

P105

REFER TO MECH-1C27 & FOOD PREP-1F02 GAS PIPING SCHEMATIC SHEET
P714 FOR MORE INFORMATION.

P107

PROVIDE BALL VALVE UNDER COUNTER PRIOR TO DISPOSER CONTROL
CENTER. SEE KITCHEN EQUIPMENT DRAWINGS FOR ADDITIONAL
INFORMATION.

DESCRIPTION

P108

REFER TO DISHWASHER CONNECTION DETAIL ON SHEET P503 & KITCHEN
EQUIPMENT DRAWINGS FOR ADDITIONAL INFORMATION.

P113

PROVIDE TRAP PRIMER, TP-2, IN PLUMBING CHASE. ROUTE COLD WATER
PIPING TO NEARBY FLOOR DRAINS.

SYM

P116

PRE-RINSE FAUCET. SEE KITCHEN EQUIPMENT DRAWINGS FOR
ADDITIONAL INFORMATION.

P117

3-COMPARTMENT POWERSOAK SINK. SEE KITCHEN EQUIPMENT
DRAWINGS FOR ADDITIONAL INFORMATION.

P119

PROVIDE TRAP PRIMER, TP-1. MOUNT ON WALL AT 5'-0 AFF. ROUTE COLD
WATER PIPING TO ALL FLOOR DRAINS, FLOOR SINKS, TRENCH/TROUGH
DRAINS IN KITCHEN & KITCHEN ANCILLARY SPACES.

P123

INSTALL ADDITIONAL INSULATION BETWEEN BEAM AND WATER LINES TO
PREVENT FREEZING.

P127

PROVIDE 120V SOLENOID VALVE TO REMOTE EMERGENCY POWER OFF
BUTTON. SOLENOIND VALVE SHALL BE EXPOSED BELOW CEILING.

P128

PROVIDE WALL MOUNTED EMERGENCY POWER OFF BUTTON FOR GAS

FIRED KITCHEN EQUIPMENT AND MAU-1 ON ROOF TO SHUTDOWN POWER
TO ALL GAS BURNERS SUCH THAT GAS VALVES SHALL CLOSE. MOUNT AT
48 INCHES AFF. PROVIDE WILL WALL PLAQUE THAT READS "KITCHEN GAS
EMERGENCY SHUTDOWN SWITCH". KILL SWITCH SHALL BE PAINTED RED.

P131

PROVIDE TRAP PRIMER, TP-3. MOUNT ON WALL AT 5'-0 AFF. ROUTE COLD
WATER PIPING TO FLOOR DRAINS IN FIRE-1B05.

P132

PROVIDE 3/4" 140 DEG HOT WATER & 3/4" COLD WATER PIPING DOWN IN
WALL TO SINK. SEE KITCHEN EQUIPMENT DRAWINGS FOR ADDITIONAL
INFORMATION.

P134

1/2" UNDERGROUND COLD WATER PIPING TO DRINKING FOUNTAIN. SEE
LANDSCAPE PLANS FOR CONTINUATION. MINIMUM BURY 40 INCHES.

MENS TOILET) —_—

P135

PROVIDE 1/2" DOUBLE CHECK VALVE ASSEMBLY WITH BALL VALVES
MOUNTED ABOVE CEILING.
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TN

TS
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P136

PROVIDE 1" GAS PIPING DOWN & EXPOSED AT WALL. ROUTE PIPING
UNDER HOOD TO KITCHEN EQUIPMENT. PROVIDE SHUT-OFF VALVE & DIRT
LEG IN VERTICAL PIPING BEFORE RUNNING HORIZONTAL BEHIND DOUBLE
CONVECTION OVEN. PROVIDE VALVE, STAINLESS STEEL FLEXIBLE HOSE &
UNION FOR EACH PIECE OF EQUIPMENT. REFER TO MECH-1C27 & FOOD
PREP-1F02 GAS PIPING SCHEMATIC ON SHEET P714 & REFER TO KITCHEN
EQUIPMENT DRAWINGS FOR ADDITIONAL INFORMATION.

P137

PROVIDE 3/4" 140 DEG HOT WATER & 3/4" COLD WATER PIPING DOWN IN
WALL TO TABLE TOP KETTLE. SEE KITCHEN EQUIPMENT DRAWINGS FOR
ADDITIONAL INFORMATION.

P138

PROVIDE TWO (2) 3/4" COLD WATER PIPING DOWN IN WALL TO BOILERLESS
STEAMER. SEE KITCHEN EQUIPMENT DRAWINGS FOR ADDITIONAL
INFORMATION.

Federal Reserve Bank Building

100 North 6th Street

Philadelphia, PA 19106-1590

Tel: 215-923-2020 Fax: 215-574-0952

AJE INFO

P139

PROVIDE 3/4" COLD WATER PIPING DOWN IN WALL TO BRAISING PAN. SEE
KITCHEN EQUIPMENT DRAWINGS FOR ADDITIONAL INFORMATION.

P140

PROVIDE TWO (2) 3/4" COLD WATER PIPING DOWN IN WALL TO COMBI OVEN.
SEE KITCHEN EQUIPMENT DRAWINGS FOR ADDITIONAL INFORMATION.

P141

PROVIDE TWO (2) 3/4" GAS PIPING TO DOUBLE CONVECTION OVEN. REFER
TO MECH-1C27 & FOOD PREP-1F02 GAS PIPING SCHEMATIC ON SHEET P714
& REFER TO KITCHEN EQUIPMENT DRAWINGS FOR ADDITIONAL
INFORMATION.

APPROVED

FOR COMMANDER NAVFAC
ACTIVITY

SATISFACTORY TO  DATE

P142

PROVIDE 3/4" GAS PIPING TO BRAISING PAN. REFER TO MECH-1C27 & FOOD
PREP-1F02 GAS PIPING SCHEMATIC ON SHEET P714 & REFER TO KITCHEN
EQUIPMENT DRAWINGS FOR ADDITIONAL INFORMATION.

JAC JAC KDM

PM/DM

BRANCH MANAGER

P143

PROVIDE 3/4" GAS PIPING TO COMBI OVEN. REFER TO MECH-1C27 & FOOD
PREP-1F02 GAS PIPING SCHEMATIC ON SHEET P714 & REFER TO KITCHEN
EQUIPMENT DRAWINGS FOR ADDITIONAL INFORMATION.

CHIEF ENG/ ARCH

FIRE PROTECTION

P146

PROVIDE 1/2" HOT & COLD WATER PIPING DOWN IN WALL TO HAND SINK.
SEE KITCHEN EQUIPMENT DRAWINGS FOR ADDITIONAL INFORMATION.

P150

REFER TO SCHEMATIC ON P714 FOR MORE INFORMATION.
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SCALE AT FULL SIZE: 1/8" = 1'-0"
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@ FIRST FLOOR AREA F - PLUMBING SUPPLY PLAN

TAGGED NOTES

P10

4" DOMESTIC WATER ENTRANCE RISER WITH TWO WATTS SERIES 909
BACKFLOW PREVENTERS WITH SHUT-OFF VALVES AND STRAINERS. PROVIDE
6" PVC PIPE AND AIR GAP TO THE EXTERIOR OF THE BUILDING. REFER TO
DOMESTIC WATER ENTRANCE SCHEMATIC ON SHEET P501 FOR MORE
INFORMATION.

APPR

P11

REFER TO WATER HEATER PIPING SCHEMATIC FOR CONTINUATION.

DATE

P14

GAS PIPING VALVES, ETC. REFER TO ENLARGED SITE PLAN ON SHEET MS102
& MECH-1C27 & FOOD PREP-1F02 GAS PIPING SCHEMATIC ON SHEET P714 &
TYPICAL GAS SERVICE DETAIL ON SHEET P501 FOR ADDITIONAL
INFORMATION.

P35

4" DOMESTIC WATER SERVICE ENTRANCE. SEE CIVIL PLANS SHEET MS102
FOR CONTINUATION. MINIMUM BURY 40 INCHES.

P44

2" COLD WATER PIPING DOWN IN CHASE TO FIXTURES BELOW. ROUTE 2"
HEADER PIPE HORIZONTALLY & FULL SIZE ENTIRE LENGTH OF CHASE.

P59

3/4" HOT WATER & COLD WATER PIPING DOWN IN CHASE TO FIXTURES
BELOW. ROUTE 3/4" HEADER PIPES HORIZONTALLY & FULL SIZE ENTIRE
LENGTH OF CHASE.

P61

1 1/2" COLD WATER PIPING DOWN IN CHASE TO WATER CLOSET BELOW.

P73

PROVIDE 1/2" HOT & COLD WATER PIPING DOWN IN WALL TO HOSE REEL. SEE
KITCHEN EQUIPMENT DRAWINGS FOR ADDITIONAL INFORMATION.

P79

REFER TO FIRST FLOOR MECHANICAL ROOM HYDRONIC PIPING SCHEMATIC.
PROVIDE 1.5" REDUCED PRESSURE DOUBLE CHECKVALVE BACKFLOW
PREVENTION DEVICE. PROVIDE ALL PIPING REQUIRED FOR (3) 1" FILL LINES
AS INDICATED ON FIRST FLOOR MECHANICAL ROOM HYDRONIC PIPING
SCHEMATIC. MOUNT ABOVE DOUBLE DOMESTIC WATER ENTRANCE.

DESCRIPTION

SYM

P80

DOMESTIC HOT WATER PUMPES SHALL BE STACKED & MOUNTED ON WALL -
RP-1 AT 60" AFF & RP-2 AT 30" AFF.

P101

LAMINAR FLOW IS REQUIRED FOR PROPER OPERATION OF WATER METER.
FOLLOW MANUFACTURER'S REQUIREMENTS FOR MINIMUM STRAIGHT RUN
PIPING LENGTHS BEFORE & AFTER WATER METER.

P102

2" UNDERGROUND GAS PIPING TO GREENHOUSE. REFER TO MS101 FOR
CONTINUATION.

P112

PROVIDE TRAP PRIMER, TP-3. MOUNT ON WALL ABOVE CEILING. ROUTE
COLD WATER PIPING TO NEARBY FLOOR DRAINS/OPEN RECEPTACLES/ETC.

P113

PROVIDE TRAP PRIMER, TP-2, IN PLUMBING CHASE. ROUTE COLD WATER
PIPING TO NEARBY FLOOR DRAINS.

P125

REFER TO SHEET MS102 FOR CONTINUATION.

P132

PROVIDE 3/4" 140 DEG HOT WATER & 3/4" COLD WATER PIPING DOWN IN WALL
TO SINK. SEE KITCHEN EQUIPMENT DRAWINGS FOR ADDITIONAL
INFORMATION.

P144

PROVIDE 120V SOLENOID VALVE TO REMOTE EMERGENCY POWER OFF
BUTTONS. REFER TO M301 FOR BUTTON LOCATIONS.

P145

GAS REGULATOR. REFER TO MECH-1C27 & FOOD PREP-1F02 GAS PIPING
SCHEMATIC ON SHEET P714 FOR ADDITIONAL INFORMATION.

P150

REFER TO SCHEMATIC ON P714 FOR MORE INFORMATION.
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SUPPLY SCHEMATIC
SEE SHEET P713

PLAN

TAGGED NOTES

P9 2" COLD WATER PIPING DOWN IN CHASE. CONNECT TO PLUMBING FIXTURES PER
FIXTURE SCHEDULE ON SHEET P601

P81 UNDER GROUND COLD WATER PIPING FROM MAIN BUILDING. SEE CIVIL PLANS FOR
CONTINUATION.

P90 1/2" COLD & HOT WATER PIPING DOWN IN WALL. ROUTE PIPING UNDER COUNTER
TO LAVATORIES.

P94 REFER TO CONCESSION BUILDING WATER HEATER DETAIL ON SHEET P506 FOR
MORE INFORMATION.

P111 3/4" UNDERGROUND COLD WATER PIPING TO YARD HYDRANT. SEE LANDSCAPE
PLANS FOR CONTINUATION. MINIMUM BURY 40 INCHES.

P126 INSTALL 2" SHUT-OFF VALVE IN VERTICAL MAIN.

P134 1/2" UNDERGROUND COLD WATER PIPING TO DRINKING FOUNTAIN. SEE
LANDSCAPE PLANS FOR CONTINUATION. MINIMUM BURY 40 INCHES.

P147 PROVIDE 3/4" DOUBLE CHECK VALVE ASSEMBLY WITH BALL VALVES.

@ FIRST FLOOR AREA G - PLUMBING SUPPLY PLAN

0o 2 4 8' 16' 24' '

SCALE AT FULL SIZE: 1/8" = 1'-0"
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TAGGED NOTES 3&:
P47 |ROUTE 2 1/2" COLD WATER HEADER PIPE TO EACH PLUMBING FIXTURE. <
ROUTE HORIZONTALLY & FULL SIZE ENTIRE LENGTH OF CHASE
P49 |2 1/2" COLD WATER PIPING DOWN THRU FLOOR INTO CHASE OF FIRST
FLOOR. o
P53 |3/4" RECIRCULATED HOT WATER DOWN TO FIRST FLOOR. °
P54 |1"HOT WATER & COLD WATER PIPING DOWN TO FIRST FLOOR.
P56 |1/2" HOT WATER & COLD WATER PIPING DOWN TO FIRST FLOOR.
P65 |DISHWASHER. PROVIDE 1/2" HOT WATER WITH BALL VALVE FROM
ADJACENT SINK.
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TAGGED NOTES &
P56 |1/2"HOT WATER & COLD WATER PIPING DOWN TO FIRST FLOOR.
P69 |EMERGENCY SHOWER THERMOSTATIC MIXING VALVE MOUNTED
ABOVE CEILING. N
P75 |ROUTE ALL PIPING WITHIN WALLS & CEILING STRUCTURE. NO 2
PIPING SHALL BE EXPOSED IN THE CANYON/ATRIUM AREA.
REFER TO DETAIL 1, SHEET A542.
P109 |PIPING ABOVE CEILING.
P112 |PROVIDE TRAP PRIMER, TP-3. MOUNT ON WALL ABOVE CEILING.
ROUTE COLD WATER PIPING TO NEARBY FLOOR DRAINS/OPEN
RECEPTACLES/ETC.
&
E
5
i
TR5
<
HS CTE &
STAFF COLLABORATION
INFO WORKROOM
VIDEO BROADCASTING
MECH
P56
;- 3/4" RHW
3/4" HW Wiy
g,
11/2"CW SN SR KENL,
a S M,
SUPPLY SCHEMATIC #3 ey A E KT
SEE SHEET P705 7,/ L E ) 2
I 52
11 = )
|/ &FICEN O
/ 2,58, WL
7, STONAL &
L/ COmiN
,, Il SEAL
I EWING
I
HS CTE HUB /l’ pial—
] CO
1,1 .
/ ,' / Federal Reserve Bank Building
/ 100 North 6th Street
W Philadelphia, PA 19106-1590
I / Tel: 215-923-2020 Fax: 215-574-0952
/I
I, / A/E INFO
,I I APPROVED
[l
l, '/ FOR COMMANDER NAVFAC
l/ ACTIVITY
I
//[“//f1 112"
|
I/' SATISFACTORY TO DATE
CIRCULATION @ @ ' ,»f‘f 3 JAC JAC KDM
[2ci8] @ / I, 3/4" PM/DM
(o) 7 ! H/ BRANCH MANAGER
() :, CHIEF ENG/ ARCH
l‘ [Fe) / ! /I FIRE PROTECTION
[a)]
S | S | <
I _ T ¥ I, | <Z( Z <
| ! sV 35 >
| ! / = 4 .
MS SCIENCE ST e 8 S 8
(2804 a| 3/4 | 0> 5 Q
' A z O E
3 ] o E
—2"—~ - - 2" —c— - - - - - —21/2"— - = - - - = - - - - - - - - 7 =<3 o
—— -1 12— ~ 112" == —c -- -- — - - - - - - - - - - — - - - - -- - - - - - - - - - - - - H- h 02 u
I - 3/4" ———— - 34" —C ———— g — - - —] - — - — - 1/- g -——- -—- - i = L —un— - 5> 9
| é109 5o
o | =G 11/4" GAS 11/4" GAS 50 a
/ | ; 3]
! T /2 1/2" CW I 0
READING LAB ™l L_ 2" HW w
2802 e g _%i: -
" - . > ©
IHRRRT N34T RHW 11/4" GAS 5 3
! 3/4" 11/4" GAS 2" HW
3/4" RHW

RN e o S ot

TIP3 " 4 g

SUPPLY SCHEMATIC #9
SEE SHEET P709

PLAN

@ SECOND FLOOR AREA B - PLUMBING SUPPLY

] 21/2" CW
UQLX.)//

0o 2 4 8' 16' 24' O

SCALE AT FULL SIZE: 1/8" = 1'-0"

SECOND FLOOR - AREA 'B' - PLUMBING SUPPLY PLAN

REPLACE QUANTICO M/H SCHOOL

NAVAL FACILITIES ENGINEERING COMMAND ~ WASHINGTON

MARINE CORPS BASE QUANTICO

>
>

<

pd

w

T

'_

[T

@]

'_

z

w

=

g <

< w

a a

w [e]

al A

SCALE: 1/8" =1'-0"
PROJECT NO.: P-021

CONSTR. CONTR. NO.

W91236-15-C-0023

NAVFAC DRAWING NO.

13091341

SHEET 587 OF 789

PL122

RTA SUBMISSION - 10/13/2016

DRAWFORM REVISION: 10 MARCH 2009



dmeza
Text Box
789

dmeza
Text Box
13091341

dmeza
Text Box
587


C:\Users\jclemons\Documents\2014.QMS13 Central File_jclemons.rvt

PLAN

@ SECOND FLOOR AREA C - PLUMBING SUPPLY
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SCALE AT FULL SIZE: 1/8" = 1'-0"

TAGGED NOTES g
P68 [3/4" COLD WATER PIPING DOWN. SEE SECOND FLOOR AREA C - PLUMBING -
SUPPLY PLAN FOR CONTINUATION.
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TAGGED NOTES Et:
P65 |DISHWASHER. PROVIDE 1/2" HOT WATER WITH BALL VALVE FROM
ADJACENT SINK.
P149 |PROVIDE TRAP PRIMER, TP-2, ABOVE CEILING. ROUTE COLD W
WATER PIPING TO NEARBY FLOOR DRAINS. 'é
CIRCULATION
() ASAC
pP-7 P-9A
o=
—1/2"
- Pl o
: | 2D02.1
< |
' S |~ 0.5GPM
vl
LD &
o1 3
1 | 8
: STAFF COLLABORATION WORK 2 &
[2E00]
| SUPPLY SCHEMATIC #8 s
SEE SHEET P708 2
! STAFF COLLABORATION STORAGE
!
———— 3y - ——|F _————
Py T iy | S T I e I | == d
T R 1
Z - I &N
g P; — A |
LIMS -TOILET‘|_ T T_? % 5'_ % SUPPLY SCHEMATIC #8
2D02.2 g o HS ONE TO ONE 1 ; I SEE SHEET P708
p-3a| P-8E [2D04 ] !
|/ .—_________3/"_______________3/"___.__..____ - — = - - = e —
P-1H c—o HS GROUP LEARNING 1 l 7 - I S 2" - T __ __ __ 1= 2" = _r_-.N__~_—~-C P D
= =9 I
P-3A 11/2" ! I MEN'S TOILET |
P-1H | A E [2E02]
2 LIMS - SHOWER =& — | @ CIRC g,
SRk
) @ LA MECH RN YN
H“ﬂz -3 T CENTRAL WORKROOM 2 TR4 s /
[2D00 | =G J —
LEARNING STUDIO 9 0 T P-3A _l 2 = = g =
3/4" WOMEN'S TOILET KITCHENETTE %
P-1H Z .
& IRERL ) 4 O N
2,58, WL
g
SEAL
MS ACADEMIC SUPPORT 2
HS LI - MILD/MODERATE
Federal Reserve Bank Building
100 North 6th Street
Philadelphia, PA 19106-1590
Tel: 215-923-2020 Fax; 215-574-0952
LEARNING STUDIO 10
AJE INFO
HS ACADEI;%% SSUPPORT 2 APPROVED
MS GROUP LEARNING 1 MS|GROUP LEARNING 2
-2D07 -2503
FOR COMMANDER NAVFAC
ACTIVITY
SATISFACTORY TO  DATE
JAC JAC KDM
PM/DM
BRANCH MANAGER
S CHIEF ENG/ ARCH
FIRE PROTECTION
2Z «
0% 1
S g ~
MECH 9 8 O = 8 O
A=)
Z= O = Z
x L ElZ <
R RS 5‘: 1 T
zL 3
o ; g g ( ) >
z w —
i T, -
glo o
n
LEARNING STUDIO 12 5 % & I 8
[2D14 | O
£ S = 9
i2z = o
22¢ >
LEARNING STUDIO FLEX 3 O O 3
LEARNING STUDIO FLEX 4 ( ) o
[2D18 ] O — N
LEARNING STUDIO 11 Z I— @)
LEARNING STUDIO 13 o <€
L o Z L
] ©) < x
Z | E <
6 23 ¢
L e/ O Q
L
oot
> = < o
ZE o () pd
Z = wn @)
u= o <L | O
E O X L
o) < O — n
Lo
| L
= 2 LL]
o4 <
I 8 < m
a2z ] =
SCALE: 1/8" =1'-0"
PROJECT NO.: P-021
CONSTR. CONTR. NO.
NORTH 0 2 4 g 16 24 W91236-15-C-0023
SECOND FLOOR AREA D - PLUMBING SUPPLY R DRAIIG N
13091343
SCALE AT FULL SIZE: 1/8" = 1'-0" SHEET H58Q OF 789
PL124
DRAWFORM REVISION: 10 MARCH 2009

RTA SUBMISSION - 10/13/2016



dmeza
Text Box
789

dmeza
Text Box
13091343

dmeza
Text Box
589


C:\Users\jclemons\Documents\2014.QMS13 Central File_jclemons.rvt

CIRCULATION
2C18

MECH
2E07

MS GROUP LEARNING 2
2B03

LEARNING STUDIO 13
2B16

-

11/2"

/ 3/4"
!

| 3/4"
W

P-6
o
- 1|' — —
I
MS SCIENCE S L ..
a| 3/
¥
™
A S P g e | S Il ey a1 mpy | B
[ _3/1! R —_— __3/u :_E _—— — __3/4"____ -— | -— - -
:I: | !4C 1 1/4" GAS
S | 2 1/2" CW
| 3 |y
READING LAB @l "
[2802 | % P69 : | l:g/ﬁZ HW
<
1\ 4 qjpn 34" » ‘—33\1\3/4" RHW
I
! ‘ 3 i | 11/4" GAS
———
1/2"—9—4
TIP3l 1 q/0m P-6 P-6 P-6 |
(0] dib (U1U) iy 1
A P11
- - - @ SUPPLY SCHEMATIC #9 -
SEE SHEET P709 | sciprep2
MS ONE TO ONE 2
g
P-6
by
LEARNING STUDIO-16
MS HUB 2
LEARNING STUDIO 15
MECH 8
STAR 3
LEARNING STUDIO 14
PLAN

@ SECOND FLOOR AREA E - PLUMBING SUPPLY

11/4" GAS

11/4" GAS
3/4" RHW

2"HW

] 21/2" CW

TAGGED NOTES

P32 EMERGENCY SHOWER/EYE WASH - PART OF CASEWORK EQUIPMENT. PROVIDE
PIPING CONNECTIONS. REFER TO ARCHITECTURAL DRAWINGS FOR EQUIPMENT.

P69 EMERGENCY SHOWER THERMOSTATIC MIXING VALVE MOUNTED ABOVE CEILING.

P75 ROUTE ALL PIPING WITHIN WALLS & CEILING STRUCTURE. NO PIPING SHALL BE
EXPOSED IN THE CANYON/ATRIUM AREA. REFER TO DETAIL 1, SHEET A542.

P109 |PIPING ABOVE CEILING.

P112 |PROVIDE TRAP PRIMER, TP-3. MOUNT ON WALL ABOVE CEILING. ROUTE COLD

WATER PIPING TO NEARBY FLOOR DRAINS/OPEN RECEPTACLES/ETC.
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